
TAB 16

COAL BURNER REGISTER, NOZZLES AND LIGHTERS INSPECTION

OBSERVATIONS    AND    WORK    ACCOMPLISHED

The following items were identified by IPSC Engineering and a B&W
Consultant on all coal burners and related equipment.

B&W Personnel changed out four coal nozzle assemblies that had been
damaged by overheating from coal pipe fires. Several other coal pipe
nozzle diffusers were replaced due to cracked supports or missing inner
diffuser cones. B&W believes the coal pipe fires are attributable to coal
"falling out" in the coal pipes. Although IPSC’s minimum air flow velocity
is well above B&W’s recommendations, coal could still be falling out during
special case situations such as when a mill trips under loaded conditions.
The coal left in the coal pipes isn’t removed during inerting and remains
in the coal pipes until the mill Is restarted. Another item that could be
compounding the problem is higher than anticipated burner metal
temperatures for out of service burners. These and other items are
currently being addressed. Further information will be forwarded as more
details become available.

Further overheating damage to burners was once again observed and
documented during this outage. Cracked welds on the burner register front
plates as well as severe overheating of carbon steel components were
observed. IPSC Engineering had 30 new thermocouples installed in strategic
locations on several burner register assemblies. The additional
thermocouples may help IPSC convince B&W to add stainless steel to several
additional areas on the burners. This would not only help eliminate the
overheating problems, but could also help reduce cooling air requirements
to out of service burners.
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BURNER    ASSEMBLY    RECOMMENDATIONS

During each outage, the inner parts of t.he burner assembly should be
thoroughly inspected for excessive wear areas and also check for any
missing parts. The addition of new thermocouples should be closely
monitored and observations reported to IPSC Engineering. Attached is a
B&W report detailing observations made during the outage and recommended
corrective work to be performed at the next available time.
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Babcock & Wilcox
a McOermott company

To I
C. A. PAI/~ERG - PM PROJECT MANAGEMENT - BVCB3K

’From
W. Eo NEWKIRK - COMBUSTION SYSTEMS - BVN01C

CU~ll
£NTEKMOUNTAIN POWER

B~KNER INSPECTION

File No.
or Ref. I~-614

Date
MAY 22, 1987

The w~iter visited InCe=mouutatu Power 9=8-614 to inspect the burners and report
on condition of the burners. This visit was contracted by LPP to Denver
Service and covered my time and expenses in full.

For the record it is noted that all failed welds, warped register plates, rop~
packing, reinforcing band on register, bent door shafts, and linkage was
rewelded, repaired, installed, or replaced during the November 1986 outage.

My inspection results in the following condition in general. For specific
condition of each burner refer to inspection sheet for each burner.

Inner Air Sleeve:

1. Many of the burners have failed welds Joining the air s~eeve to the outer
register front plate.

The carbon steel reinforcing bars attaching the air sleeve to register
front plate are burned up at the weld between the bar and register plate
due to insufficient cooling air.

The air sleeve on-many burners are barrel shaped and bowed due to
insu£ficient cooling and is more severe on the ~o z~Lddle burners each
level which had the air disk throttled. This will not affect operation°

4. Corrective repair for attachment must be made. See attached sketch.

Throat Sleeve:

Most of the burners have failed welds attaching throat sleeve to the
register plate.

The throat sleeve on many burners are barrel shaped. This will not effect
the functiona! operation of the burner.

3. Corrective repair for attachment must be made. See attached sketch.
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Casing:

The casing on many of the burners are out of round, have failed welds and
are in such condition they will not retain the rope packing. A new design
must be developed for these burners.

Register Front and Back Plates:

The register plates do not indicate further warping of the plates and are
functionally sound. Although they are distorted, resulting in poor
alignment of door shafts making linkage adjustment and door adjustment
almost impossible. Howevcer, registers are still functional.

2. Should ot be a requirement to adjust registers on llne, A device to
regulate the amount of air flow ~o the burner can be designed to enable
outer register air flow adjustment. The air doors will then be seC for
swirl and no further adJustmen~ ~o ~he existing doors.

3, Welds attaching outer regls~er to inner air sleeve will be cut free and
register positlonw~ll be maintained by lugs attached to inner air sleeve.
This method of attachment will allow differential expansion between air
sleeve and register plate. See attached sketch.

Spin Vanes:

i. The spin vanes, gears, gear shafts, and linkage are all In good condition
with the exception of ~he burner identified on the inspection shee~s, Th~
binding of ~he spin vanes is due to fly ash contamination in ~he pivo~
poln~s of ~he spin vane assembly..

2. Spraying the spin vane gear assemblies wi~h penetrating oll during an
outage will free up the assemblies, permlt~ing adjustment of vanes ~o
optimize flame and should not require further adjustment.

I~ner Register FrouC Pla~e and Disk:

The inner reEis~e~ front plate and disk are in good condition and does no~
require any repair work.

Coal Nozzles:

The coal nozzles were allIn good condition by visual inspection with
exception of F-4, H-6, and E-2. Which had been destroyed by nozzle fires.

2. Several burner coal nozzles indicate a short ~erm overheat and are
identified in the inspection sheets. It is my opinion the overheat is due
to insufficient coolinE air.

3. For improved protection from overheat, ~ suggest that future replacemen~
nozzles be fabrlcaEed with longer length alloy tips.

Diffuser:

~. Wi~h the exception of diffusers that were destroyed by nozzle fires, ~t is
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Deflector:

The deflectors are in very 8ood condition with very little wear evlden~.

A~ached to this report is an inspection sheec for each burner checked to
indicate the coudltlon of each componen~ part. A copy of these sheets was left
%rlth IFP wi~h items hlghlIEhced chac must be repaired dur±ng the May oucage.
Also accached are sketches of our recommended modifications llsced in ~hls
report.

I sugEest chat these recommended changes be implemented on a selected
pulverizer 8roup in ~he October ouCase for evaluation for modiflca~ions Co all
of ~he burners during the Oucase in February 1988.

WEN009/lak
cc: Po L. Cioffl

F. J. McGinley
T. Roberts

W. E. Newklrk
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